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GRUNDFOS INSTRUCTIONS
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PN10:
Max. 10 bar/ 1.0 MPa

Max. 8 m / 26 ft

Max. 6 bar / 87 PSI / 0.6 MPa

• Voltage
•  Ambient 

temperatur

Min./Max. 
0 °C – 45 °C /
32 °F – 113 °F
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144 mm/ 5.6 inch

130 mm/ 5.1 inch

181 mm/
7.1 inch 

4 ×

1
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4 ×

4 ×
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0/Off

1/On
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3 sec.

bar
PSI

PN 92880717



16 17

Max. 4 bar

Max. 3 bar

Max. 5.5 bar
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 BAR PSI Water colum kPa MPa
   [m] / [ft]

 5.5 80 55/180     550 0.55
 5.0 73 50/165 500 0.50
 4.5 65 45/150 450 0.45
 4.0 58 40/130 400 0.40
 3.5 51 35/115 350 0.35
 3.0 44 30/100 300 0.30
 2.5 36 25/80 250 0.25
 2.0 30 20/65 200 0.20
 1.5 22 15/50 150 0.15



18 1918
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Error Leakage
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30 min.

GRUNDFOS SQUBA

Max Runtime

 130516 Interface Comunication_fnj

GRUNDFOS SQUBA

Max Runtime

 130516 Interface Comunication_fnj

6

GRUNDFOS SQUBA

Max Runtime
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Error Temperature - antifrost
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Error Temperature - overtemperature

 130516 Interface Comunication_fnj



22

 130516 Interface Comunication_fnj
GRUNDFOS SQUBA

Start up 

net.grundfos.com/qr/i/98880508

http://net.grundfos.com/qr/i/98880508


GRUNDFOS Holding A/S
Poul Due Jensens Vej 7
DK-8850 Bjerringbro
Tel: +45 87 50 14 00
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